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to insure a minimum temperature, not 
a maximum). In this case, you may 
conduct your study so that each pa-
rameter is at the significant limit of 
its range while you conduct your emis-
sions testing. If the emissions tests 
show that the source is in compliance 
at the significant limit of each param-
eter, then as long as each parameter is 
within its limit, you are presumed to 
be in compliance. 

(ii) Some or all indicators are signifi-
cant on both ends of the range. In this 
case, you may conduct your study so 
that each parameter that is significant 
at both ends of its range assumes its 
extreme values in all possible combina-
tions of the extreme values (either sin-
gle or double) of all of the other param-
eters. For example, if there were only 
two parameters, A and B, and A had a 
range of values while B had only a min-
imum value, the combinations would 
be A high with B minimum and A low 
with B minimum. If both A and B had 
a range, the combinations would be A 
high and B high, A low and B low, A 
high and B low, A low and B high. For 
the case of four parameters all having 
a range, there are 16 possible combina-
tions. 

(b) For affected units that are also 
subject to part 75 of this chapter and 
that have state approval to use the low 
mass emissions methodology in § 75.19 
or the NOX emission measurement 
methodology in appendix E to part 75, 
you may meet the requirements of this 
paragraph by developing and keeping 
on-site (or at a central location for un-
manned facilities) a QA plan, as de-
scribed in § 75.19(e)(5) or in section 2.3 
of appendix E to part 75 of this chapter 
and section 1.3.6 of appendix B to part 
75 of this chapter. 

§ 60.4360 How do I determine the total 
sulfur content of the turbine’s com-
bustion fuel? 

You must monitor the total sulfur 
content of the fuel being fired in the 
turbine, except as provided in § 60.4365. 
The sulfur content of the fuel must be 
determined using total sulfur methods 
described in § 60.4415. Alternatively, if 
the total sulfur content of the gaseous 
fuel during the most recent perform-
ance test was less than half the appli-
cable limit, ASTM D4084, D4810, D5504, 

or D6228, or Gas Processors Association 
Standard 2377 (all of which are incor-
porated by reference, see § 60.17), which 
measure the major sulfur compounds, 
may be used. 

§ 60.4365 How can I be exempted from 
monitoring the total sulfur content 
of the fuel? 

You may elect not to monitor the 
total sulfur content of the fuel com-
busted in the turbine, if the fuel is 
demonstrated not to exceed potential 
sulfur emissions of 26 ng SO2/J (0.060 lb 
SO2/MMBtu) heat input for units lo-
cated in continental areas and 180 ng 
SO2/J (0.42 lb SO2/MMBtu) heat input 
for units located in noncontinental 
areas or a continental area that the 
Administrator determines does not 
have access to natural gas and that the 
removal of sulfur compounds would 
cause more environmental harm than 
benefit. You must use one of the fol-
lowing sources of information to make 
the required demonstration: 

(a) The fuel quality characteristics in 
a current, valid purchase contract, tar-
iff sheet or transportation contract for 
the fuel, specifying that the maximum 
total sulfur content for oil use in conti-
nental areas is 0.05 weight percent (500 
ppmw) or less and 0.4 weight percent 
(4,000 ppmw) or less for noncontinental 
areas, the total sulfur content for nat-
ural gas use in continental areas is 20 
grains of sulfur or less per 100 standard 
cubic feet and 140 grains of sulfur or 
less per 100 standard cubic feet for non-
continental areas, has potential sulfur 
emissions of less than less than 26 ng 
SO2/J (0.060 lb SO2/MMBtu) heat input 
for continental areas and has potential 
sulfur emissions of less than less than 
180 ng SO2/J (0.42 lb SO2/MMBtu) heat 
input for noncontinental areas; or 

(b) Representative fuel sampling data 
which show that the sulfur content of 
the fuel does not exceed 26 ng SO2/J 
(0.060 lb SO2/MMBtu) heat input for 
continental areas or 180 ng SO2/J (0.42 
lb SO2/MMBtu) heat input for nonconti-
nental areas. At a minimum, the 
amount of fuel sampling data specified 
in section 2.3.1.4 or 2.3.2.4 of appendix D 
to part 75 of this chapter is required. 
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